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Stock No. Dimension A 

563015 09΄-1 ˝ 

012504 12΄-0 ˝ 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

9-Foot and 12-foot (nominal) Special Pipe Braces shall be of the configuration and dimensions shown and 
shall be made of 1-1/4-inch, Schedule 40, standard black steel pipe conforming to the requirements of ASTM 
Specification A53. 
 
The braces shall be free of cracks, splits, or other deformations resulting from forming the pads. 
 
The braces shall be galvanized after fabrication in accordance with ASTM Specification A153. 
 
Reference Specifications:  ASTM A53 and A153, latest revisions 
 
Stock Unit:  EA 


