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GAINS, POLE 
 
 

 
 
 

Pole Gains shall be of the configuration and dimensions shown and shall be of 3/16" carbon steel strip 
conforming to ASTM Specification A569. 
 
Pole gains shall be galvanized after fabrication in accordance with ASTM Specification A153. 
 
Packaging shall be in accordance with EEI Packaging Standards. 
 
Reference Specifications:  ASTM A569, A153, EEI Pkg. Stds., latest revisions. 
 
Stock Unit:  EA 
 
Approved Manufacturers:  Hubbell/Chance DG9M1, Joslyn J4060, Kortick K4325 
 
Stock Number:  565313 

 
 
 


