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Dispensers, Guy Wire 

  

1. Scope 

This standard covers the requirements for guy wire dispensers.  

This standard applies to Seattle City Light (SCL) Stock No. 761355. 

2. Application 

Guy wire dispensers are designed to provide safe, easy, completely controlled handling 

and paying-out of strand coils, including EHS strand. They can also be used with wire, 

wire rope, cable, conductor, etc. 

3. Requirements 

Guy wire dispensers shall: 

▪ Be manufactured from 14-gauge galvanized steel wire 

▪ Have 24-inch legs 

▪ Be able to accommodate a 500-ft coil of 7/16 inch stranded wire 

4. Packaging 

Guy wire dispensers shall be packaged to prevent damage during shipping, handling, 

and storage. Individual packages shall be legibly marked with:  

▪ Manufacturer name  

▪ Manufacturer part number  

▪ Product description  
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Shipping containers shall be legibly marked with:  

▪ Seattle City Light purchase order number 

5. Issuance 

Stock Unit: EA 

6. Approved Manufacturers 

Manufacturer Catalog No. 

Preformed Line Products SGD-0700 

7. Sources 

SCL Stock Catalog page 56-11; May 10, 2018  

Lu, Curtis; SCL Standards Engineer and originator of 5664.21 (curtis.lu@seattle.gov) 


